
VA Inspection Report

I. First floor: Cove base to be removed between Corridors C1-10 and C1-9. All the

necessary demo has been completed in all the other areas.

II. Second Floor: All the necessary demo has been completed in all the other areas.

All areas are in the drying stage.

Two foot flood cuts are recommended in the following areas:

• Corridor C2-11: Perimeter

foot

• B201: Perimeter foot

• B202A: Perimeter foot

• B202B: Perimeter foot

• B202C: Perimeter foot

• B203: Perimeter foot

• B204: Perimeter foot

• B205A: Perimeter foot

• B205B: Perimeter foot

• B206: Perimeter foot

• B207: Perimeter foot



III. Third Floor: All the necessary demo has been completed in all the other areas.

Two foot flood cuts are recommended in the following areas: 

• Corridor C3-13: Removal on selected walls.

• B326: Removal on 1 wall.

• B327: Perimeter foot

• B328: Perimeter foot

• B329: Perimeter foot

• B331: Perimeter foot

• B332: Perimeter foot

• B333: Perimeter foot

• B334: Perimeter foot

• B335: Perimeter foot

• B351: Perimeter foot

• B352: Perimeter foot

• B353: Perimeter foot

• B354: Perimeter foot

• B382: Removal on 2 walls

• B359: Removal on 1 wall

• B381: Removal on 1 wall

• B363: Removal on 1 wall

• B375: Removal on 1 wall

• B364: Removal on 1 wall

• B305: Removal on 1 wall

• B306: Removal selected walls

• Corridor C3-11: Removal on selected walls

• B316C: Removal on 1 wall

• B316: Removal on 1 wall

• B316B: Removal on 1 wall

• B315: Removal on 3 walls

• B312: Perimeter foot

• B311: Removal on 2 walls

• B310: Removal on 2 walls

• B309: Removal on 3 walls

• B308: Removal on 3 walls

• B307: Removal on 3 walls



Cove base removal and insulation inspection is recommended for these areas: 

• B357: Perimeter foot

• B358: Perimeter foot

• B360: Perimeter foot

• B362: Removal on 2 walls

• B363: Removal on 2 walls

• B361: Perimeter foot

• B359: Removal on 2 walls

• B380: Removal on 3 walls

• B381: Removal on 2 walls

• B379: Perimeter foot

• B378: Perimeter foot

• B378A: Removal on 3 walls

• B376: Removal on 3 walls

• B377: Removal on 1 wall

IV. Fourth Floor: All the necessary demo has been completed in all the other areas.

Two foot flood cuts are recommended in the following areas: 

• Corridor C4-13: Removal of selected walls.

• B401: Perimeter foot

• B402: Perimeter foot

• B403: Perimeter foot

• B404: Removal on 3 walls

• B406: Removal on 2 walls.

• B407: Removal on 2 walls

• B409: Removal on 2 walls

• B410: Perimeter foot

• B411: Perimeter foot

• B412: Perimeter foot

• B413: Perimeter foot

• B414: Perimeter foot

• B415: Perimeter foot




